NOTE: This publication is meant to be an aid to the staff of the CDPH Drinking Water Program and cannot be
relied upon by the regulated community as the Sate of California’s representation of the law. The published codes
are the only official representation of the law. Refer to the published codes—in this case, 22 CCR—whenever
specific citations are required.

California Regulations Related to Drinking Water
October 11, 2007

I P 11
DIVISION 4. ENVIRONMENTAL HEALTH ... 11
CHAPTER 1. INTRODUCTION ...oniii e 11
ATTICIE L. DEFINITIONS .....iitiiiieiieiee e bbbttt st sb e s e bt b 11
860001, DEPAITMENL. .....ccueiveieiiitisieieestesiee e e se st e re e e seste e esesbesseseesesse s esessesseseesesseneesensens 11
G000 T I 1T (= o (o TSRS 11
CHAPTER 4. WATER TREATMENT DEVICES ..., 11
ATTICIE 1. DEFINITIONS. .. .eiiieiiecieeie ettt et e e e sreesaeeneeeneenbean 11
860400. CrtifICALION. ....vcvevevieiiereteiei ettt se s e s senens 11
860401. Health and Safety Claim. .........ccoeiiieieiicieiccessee e e 11
860402. INdePeNdent LaOralory. ........c.cvereireresierererisisieseseseses e esee s sesese s s s sesessssssesesens 12
860403, MANUFACIUIEY . ......veiceiitiiieieeete et s ettt ss e e besse e esesresseseesesseeesensens 12
860404. Recognized Testing OrganiZatiON. ..........ccovevuerererenenesiesesee e eeenes 12
860405. TeSting REQUITEIMENLS. .....c.ccviiiiieicieiiesiee ettt e e s e ene s 12
860406. MOUIfiCAION. .......coeviiiereteeeiiesiet ettt s b ne s s s senens 12
Article 2. Certification REQUITEMENTS. ......cceoiiiieiieieeesee et nee s 12
860407. CertifiCation PEMOM. .......ccoeiiirierereiiesis et 12
Article 3. Application ReQUITEMENTS.........ooiiiiii et 13
860410. Certification APPIICALION. .......c.cvcuiiierieiereisi e 13
860415. Certification RENEWAL. ........c.ocviiieiiiiieiee e 13
860425. Modification of aCertifiCation. ..........ccccceiviririeciiriise e 14
860430. ProCESSING TIIME. ...c.ecuiiiiiieietestesiee st ste ettt se et e e e e beste e esessessenessesseneesensens 14
Article 4. Testing and Testing ProtOCOIS.......ccuiueiieiieieseerieecee s ese e nee e e 15
860435. Testing and Testing ProtOCOIS.........cccciveiiierieiceceeeesese e 15
§60440. Manufacturer's TEStiNG ProtOCOIS. ........ccceueieriiririesisesiesesee e 15
860445. ManUfaCturer's TESE DAl ......cevveeiieiieieiiesieeee e en s 16
860450. Prior TESE DELA. ...cveevereeeieieiesiiesteeteseesteeaesseesseseesseesseeseesseesseseesseesseensesseessessnsses 16
860455. EXtrapolation Of Datal .........ccccerieeiiieiieicesiee s 17
1102 LT = 1= 11 o ST 17
Article 5. Product Labeling and Data Sheet Requirements.........ccccoceveeieninneenensiescenens 18
860465. Product LabEliNg. ........ccveveueiiirieiciiesiss ettt 18
860470. Product Data SNEEL. .......cceeeuiiieeeece et ene s 19
ATTICIE 6. FEES ...ttt b bbbttt et et et s b bt bt e e 19
BOOATS. FEES. «.ueiiitii ettt e e ettt e e e e e et e e st e e e be e e e be e e abe e e eabeeeahbeeeabaeeebeeeebeeeereeeareeans 19
CHAPTER 12. SAFE DRINKING WATER PROJECT FUNDING............. 20
ATTICIE L. DEFINITIONS .....iitiiiieiieiee e bbbttt st sb e s e bt b 20
863000.10. APPHICANE. ....cvviviieeieiesteieeete ettt ettt re e esesre s e e sesre e eneeaens 20
863000.17. Cons0lidation PrOJECL. .........cciirerieiereiri st senens 20
863000.19. Construction FUNAING.........coveiiiierieiiisiee et eae s 20
863000.25. Disadvantaged COMMUNILY. ......cccvrverereeriririereireseseeee e sesens 20
863000.28. Drinking Water Standards...........ccoeeeerierierinesieseseseseseesee e eens 20

1

Last updated October 11, 2007—from Title 22 California Code of Regulations
California Safe Drinking Water Act & Related Laws and Regulations



NOTE: This publication is meant to be an aid to the staff of the CDPH Drinking Water Program and cannot be

relied upon by the regulated community as the Sate of California’s representation of the law. The published codes

are the only official representation of the law. Refer to the published codes—in this case, 22 CCR—whenever
specific citations are required.

863000.31. Eligible ProjECt COSL. ....cuvvvveeeririisisieieieri st 20
863000.34. Federal CrosS-CULLEN'S.......cccviiieieeieieieriesie e s e e ste s sresresneeseeneenes 20
863000.35. Federal FUNAING AIIOCALION. ......cccvcveveeiiiirierccesee e 20
863000.40. FUNING APPLICELION. .....cveiviieeicieiesiee et e a e 21
863000.43. FUNAING AQIrEEMENL. .....c.oivveeriieieeetereese st s st s et se s s sesenens 21
§63000.46. Funding Agreement EXECULION. ..........ccevuererereneseseeeseesee e see s eenes 21
863000.47. FUNAiNG RECIPIENL. .....cueuiiiieetiiiesisietee st senens 21
863000.49. Local MatCh PrOJECL. ........cceiieiiieciciec et 21
863000.62. Median HOuSENOId INCOME. .........coveveueeiiiieiercceses e 21
863000.65. NEPA . ...ttt et st e b et e b e sa e e re e re e reeenre e 21
863000.66. NON-PIOfit. ..vcveviirieiereeiisisietetee et se et se s e nesenens 21
863000.67. Notice of Acceptance Of APPIICALION. .......ccvreeieererieneere e 21
863000.68. Planning LOAN. ..........ceueiiiriereriiiesisietee s ss s s s ss s sesenens 22
863000.70. Possible contaminating activity (PCA). ......coouvvriiiririeeresese s 22
1O 00O I I o o= PSS 22
863000.74. ProjeCt Priority LiSt......ccccicerieiiesiesieisesieese et 22
863000.77. Project Primarily to Serve Future Growth. ...........cocoereiiienininne e 22
863000.80. REfINANCING LOAN. ......ccviviitiieectesiesiee ettt ne s 22
863000.81. ReStructured Water SYSLEIM..........cceueiriririereerisese e 22
863000.83. SENVICE AT ....ecueeieeieeeeie et ete sttt et e testestesbesresseese et e eessestessesbesseeneeseeneanes 22
863000.84. SOUIrCEe Water ASSESSITIENE. ......cvivivererereisessesesesesssseteseessssesesesessssssesessssssssesesens 22
863000.85. Source Water ProteCtion (SWP). .......cccveiiienenenesieeeeesee s 23
§63000.86. Source Water ProteCtion Program. ..........ccccoevenerereneneeneesiesie e siessesseseenes 23
863000.87. Source Water Protection (SWP) LOanN. .......cccovevevenininieieesiese s 23
863000.88. SWP 108N apPliCaNt. .....cooviveeeriiisisieteere st 23
863000.89 State ReVOIVING FUNG........cccoiiiiieeieieieeses e 23
863000.90. Target CONSUMEN RAE. .......c.ceirerieiereirisisiereese st ss s sesens 23
863000.92. USEPA . ... .o e e e re e enre e 23
§63000.95. USEPA Program GUIAEIINES...........covrieieriirienesesie et 23
Article 2. FINANCING Criter .. .coi ettt s sae e nne s 23
863010. Project Eligibility. ......cccveveueiiisieieeeiess ettt 23
863011, Planning LOGNS.........ccccviieierisieieieesieseee ettt e ae s s re s e sesseaeneesens 24
863012. CONSLIUCHON FUNAING.......cueiiieeeririiesieieteese st ss e sesens 25
863013. REfINANCING LOGNS. .....cveivevieviiieieise ettt eneen s 25
863014. Local MatCh PrOJECES. ....vcueuiiiectcieisis ettt 25
863015, SWP LOBNS......c.ciuiieuiiiiiteietistesiees e steseesessesse e esesteseesessesseseesessesesessessenessessensesessens 25
Article 3. Disadvantaged COMMUNITIES.........ccviueiiereeieseesie e see e et ee e neesneeneeas 26
863020. Grant Elgibility. .......cccoviueiiieieieieeccess et 26
863021, Grant LimitationS. ........ccueueririreereriisesesteseesssessesesessssssesesessssssssesesessssssesessssssssesesenes 26
Article 4. APPIICALION PrOCESS........coiiiiiiriiiieie ettt sttt eesreesae e e sneeneens 26
863025. FUNAING APPIICALION. ....cveveriiiieteteceese et 26
863027. Managerial INfOrmMation. .........ccoveiierieieeese e 29
863028. Financial INfOrMatioN............coueuereiierisiereesi et senens 29
863029. Notice of Acceptance of APPlICALTON. .....c..eieeiire i 29
863030. ProjECt BY-Passing. ........cccoeeiririereriiiesisiereesssisieesesssss e ses st sese s s sese s ssssesesens 30

Article 5. Information to Be Submitted Prior to Execution of the Funding Agreement.. 30

2

Last updated October 11, 2007—from Title 22 California Code of Regulations
California Safe Drinking Water Act & Related Laws and Regulations



NOTE: This publication is meant to be an aid to the staff of the CDPH Drinking Water Program and cannot be
relied upon by the regulated community as the Sate of California’s representation of the law. The published codes
are the only official representation of the law. Refer to the published codes—in this case, 22 CCR—whenever
specific citations are required.

863040. Technical and Financial INfOrmation. ...........ccceverinineninienee s 30
Article 6. Design and CONSIIUCTTON .......oiuiiiieiieie et ee s 30
863050. Plans and SPECITICALiONS. .......ccvcveriiririsiereeie e 30
Article 7. Claimsand L oan REPAYMENTS.......ccoouiiiriiniiiie e 31
863055. Submission of Claimsfor Reimbursement. ... 31
863057, RECOIUS. ....vovevieiiiiiieiieie sttt et sttt b et s et e s e e e s e s te e esessesseneesesseneenentens 31
§63058. Limitations on Water Systems Involved in Consolidation Projects. ..................... 32
CHAPTER 13. OPERATOR CERTIFICATION ..., 32
ATTICIE L. DEFINITIONS .....iitiiiieiieiee e bbbttt st sb e s e bt b 32
863750.10. Accredited AcademicC INSLEULION. .......c.coeieieiiniceseeeeee s 32
S O LT = 4 1) o= =SSR 32
863750.20. Certified Distribution OPErator. ........c.coererereseseseseseeie e eenes 32
863750.25. Chi€f OPEIGLOL. .....c.eiveeeierierieesesiesee e se sttt ste e sse e sse e s e ssenenseneens 32
§63750.30. Comprehensive Operator Training Program...........c.ceeeeeierenesesesesesesieens 32
863750.35. CONLACE HOUF. ......cueeuieieiecie sttt st sre s ne e enes 32
§63750.40. Continuing EAUCALION COUISE. .......ccerieieiiriesiesiesiesiesesee e eenes 32
863750.45. DistribDUtion OPEraOr. ......cceivveueiieeiieieieiese e enes 32
863750.50. DiStribUtion SYSLEM. ....c.ccvvveeciiiiisisieieere e 32
863750.55. GED. ....cccuiiiiieitie et e e b sne b e e re e reeenre e 33
863750.60. Interim Distribution Operator CertifiCate. ..........ccvvvrerierierieiire s 33
863750.65. Operator EXPEITENCE. ....c.oieiieeierieeieieiete e e st sae e ssesresresneeneeneenes 33
863750.70. Sift OPEIALOr.......cccvevereriierietereriseseeteree et ss st sese s st sese s e sesesens 33
863750.75. SPeCialized TraiNiNG. ...cccooceiieiieeieeeeeree e te e sbe e ene e neenes 33
863750.85. Water treatment faCility. ......ccccevvvriereriiiiicecese e 33
Article2. Operator Certification Grades..........ccoveeveriireeieee e 33
863765. Water Treatment Facility Staff Certification Requirements. .........ccoceeevevererenne. 33
863770. Distribution System Staff Certification Requirements. ..........ccocceveevenieeneeneseenee 35
Article 3. Operator Examination Criteria and Applications.........ccccoveviveeevieesieeieesieennnns 35
863775. Eligibility Criteriafor Taking a Water Treatment Operator Examination. ........... 35
863780. Eligibility Criteriafor Taking a Distribution Operator Examination. ................... 36
863785. Examination Application Content and Submittal. ...........ccoveriiinneniinceeeee 37
863790. Examination Scheduling and Application Processing. .........cccceevverenenencneneenes 38
863795. Examination Application Resubmittals and Reexaminations.............ccccceevveeunenne. 38
Article4. Operator Certification Criteriaand Applications........cccccvvvveveecevieeseeieesieenenns 38
863800. Eligibility Criteriafor Water Treatment Operator Certification.............cccceeuee.ne. 38
§63810. Interim Certification of Distribution OPErators. ..........ccoerereriereresese s 41
863815. CNAWWA Distribution Operator CertifiCation. ..........ceveevererereneseseseseeeenes 42
§63820. Temporary Distribution Operator CertifiCation. ...........cccevvervrrerereseneseseeeeeenes 43
863825. Restricted Operator CertifiCation. ..........ccooevererieseseseseeeeee e 43
863830. Certification Application Content and Submittal. ..........cccceoeveiiiinieninenereene 43
863835. Certification and Renewal Application ProCeSSING. ......cccoveerverierreenienieeseesiesennees 44
Article5. Certification Renewals, Delinquent Renewalsand Fees.........c.cccveevvecieceenen. 44
863840. CertifiCation RENEWEIS. ........ccceiveiiiiiiei et 44
863845, REINSLAEMENL. ......ceoieerereeiiiisieteree sttt s e s st sene s e sesenens 45
803850, FEES. ..utiiiiieitie ettt r et e e b e et e e ae e sae e reeere e reeenreeans 45

3

Last updated October 11, 2007—from Title 22 California Code of Regulations
California Safe Drinking Water Act & Related Laws and Regulations



NOTE: This publication is meant to be an aid to the staff of the CDPH Drinking Water Program and cannot be
relied upon by the regulated community as the Sate of California’s representation of the law. The published codes
are the only official representation of the law. Refer to the published codes—in this case, 22 CCR—whenever
specific citations are required.

CHAPTER 14. WATER PERMITS ..., 48
LN g To TR A o] o] o1 Lo o 1< USRS 438
864001. Water Permit APPliCaLiON. ........c.ceiririeiereisisieeeese st 48
864002. ProCESSING TIIME. ...c.ecuviiiiieietietesiees e ste e re et re e se s besse e besae e esesresseneesesseneesensens 48
864197. Service CONNECLION FEE. .......coovevceiiiieereee et 48
Article 3. State Small Water SYStEMS........ooeiiiiieeeses e e 49
864211, PErmit REQUITEMENL. ......cvcvieiiieictciees ettt et ne s s 49
864212. Bacteriological Quality MONItOING. ......c.coeruerereriseceseeeeeeee e 49
864213. Chemical Quality MONITOMING. ....c.coviviviiereirisisieeesi s 50
864214. Service ConNeCtion LimMitalion. .......cc.cuevereerereneresese e see e eenes 51
864215. Water SUPPlY REQUIFEMENES. ......c.ciiieiereieiesiseee ettt 51
864216. Mutual AssoCiations Prohibited.............ceoeeiiienesiceseeeeee s 51
864217. Surface Water Treatment REQUIFEMENL. .........c.ccvrireriereeisise e 51
Article4. Local Primacy DeElegation..........ccceoieeiieiisiiseesie e ee s 51
864251, DEfINITIONS.....c.ecuiiiiieiiciesieiee ettt ettt s se b s te e esesre s eneesesseeeneesens 51
864252. Primacy Delegation APPliCAiON. .........cceiriririereirises et 51
864253. Local Primacy Agency Minimum Program ReqUIrements..........cccceeveeecveesieesnenne. 53
8B4254. PEIMILS. ...vcveviiiieereriisie e tetee sttt se s s s s e et bese e ss s st esese s st e tesese s sensesenens 53
864255, SUNVEITANCE. .....c.eiveieeiiiicieee ettt se s re st neeseese e ene et e 54
864256. Sampling and MONITOIING. ........cvcueiririeiereesi e 54
864257, REDOMING.....c.ecviuiieriieeteiitetistete st st se et e se st ese s sesesse e st eseseese s s sesessesensebesssaese s benssrenis 55
864258, ENFOICEMENE. ......vcvevieiiereieeeieis ettt st ss st ss s s s se st sene s e sesenens 56
864259. Program ManNagEMENL. ........cvierieeiesiereeesesieeese e et stessees e ssessesessessesessessessesessens 56
864260. WOIKPIGNS. .....c.vvevcviiieieteiee sttt sttt ss s s e s st sene s s sesenens 56
CHAPTER 15. DOMESTIC WATER QUALITY AND MONITORING
REGULATIONS . ..o e e e e e 58
ATTICIE L. DEFINITIONS ..ottt ettt bbb bt b 58
864400, ACULE RISK....c.ecuiiiiieiiitisieiee sttt sttt ettt e e b st e e esesresseneeseste e eneesens 58
864400.10. CommuNity Water SYSLEIM. ......ccoeviverereiirisiereesesese e sesens 58
864400.20. COMPANCE CYCIE. ...oveueeeiitiieese ettt neen s 58
864400.25. COmMPlIiaNCe PEMOU. ......coiviveeeriiiesisieteese et 58
864400.28. CoNflUENt GIOWLN. .......ccviiiiiciciecee e 58
864400.30. CUSLOMEN . ......veveviriiieteteesesiesesesesessssesese s sessesese s ssssebesesessssesesesessssssesesesssssesesens 58
864400.32. DELECIE™. ......uveeeeieieecee ettt et e et e et e e e ebe e e ebee e sbeeeenbeeeenreeens 58
§64400.34. Detection Limit for Purposes of Reporting (DLR). ......ccoeveviveneninenineee 58
§64400.38. EnNhanced CoaguIation. .........cccccvieiieiiirieieesieseeese s esns 58
864400.40. ENhanced SOFtENING. .....cccvvveveriiririsiereere et 59
864400.42. FIUOTTGLION. ....c..cviiviiienieristesieese ettt re e sesre s e sesseeenensens 59
864400.45. GACIO. ...ooiciieeeee ettt et e b et e e b e e e b e e ae e sre e re e e reeareeeareeans 59
864400.47. Haloacetic Acids (FIVe) OF HAAD. ..o 59
864400.50. Initial ComplianCe PEriod. .......ccccviveveeeiisiseiceresee et 59
864400.60. INitial FINAING......ccciiiiieisiieece et eneenens 59
864400.65. IOC.......oeecuie ettt ettt e s et e s e et e s e e s be e s b e e abeesare e beeeareeaseesare e beesareeareenareeans 59
§64400.67. Maximum Residual Disinfectant Level or MRDL. ..........ccccevvvivececiecerienee, 59
864400.70. IMCL. ...utieuiiciee ettt ettt ettt e s e e be e s e e e sbeesareebeesaseeseesaseebeesaseeseesnreeans 59

4

Last updated October 11, 2007—from Title 22 California Code of Regulations
California Safe Dr

inking Water Act & Related Laws and Regulations



NOTE: This publication is meant to be an aid to the staff of the CDPH Drinking Water Program and cannot be

relied upon by the regulated community as the Sate of California’s representation of the law. The published codes

are the only official representation of the law. Refer to the published codes—in this case, 22 CCR—whenever
specific citations are required.

§64400.80. Nontransient-noncommunity Water SYyStem. .........ccvereririeneneseseseseseeeenes 59
864401. Repeat ComplianCe PEMOM. ......c.cviuiiiieiieciceces e 60
864401.10. REPETL SAMPIE. ...ttt nne e 60
864401.20. RePlacement SAMPIE........cceiieiiiieiei et 60
864401.30. ROULINE SAMPIE. .....cvvceiiiieictee ettt senens 60
864401.40. SANIANY SUIVEY. ....ccuiiverieiisteiieeseste e e ste sttt te e et sse e seste e esessessenessesseeesensens 60
864401.50. Significant Risein Bacterial COoUNt..........c.ccueiririerereeisese e 60
86440155, SOC......c.cceeeiiriieietestete s te et e s e e st e st et e b et e e ese st e sseseebesse s esessesseneesesteeenentens 60
864401.60. StANADY SOUICE. .....cvcveveriieiereriresesieierese e s e s s seess s sese s sssesese s sessesesens 60
864401.65. SUV A . ...ttt sttt ettt st b et et ne e re s neere et e ne et 60
864401.70. System with a Single Service CONNECLION. ........c.coverereririerese s 60
864401.71. Tier L PUDIIC NOUICE. ...c.ccvecveiceicie e 60
864401.75. TOO NUMEIOUS 10 COUNL.......cvcverieiererereisissesesesssessetesessssssesesesessssssesessssssssesesens 61
§64401.80. Total ColifOrm-pOSItIVE. ........cceciiieieiiisicicec e 61
§64401.82. Total OrganiC Carbon OF TOC. .......ccueiriiiriresiese e 61
864401.85. Transient-noncommunity Water SYStem. ........ccccuvererereerenese e 61
864401.90. TIEAIMENE. .....eiveeeeeriireeieiesteseees e seesee e seesee e e reste e e sesbeseesesseseeseesessessenessessenensensens 61
§64401.92. Tota TrihalomethanesS or TTHM .......c.ccoveiiiiieeceserees e 61
8B4401.95. VOC. ....uiiiuieiieieeeesie et ste et te et ae st be s te e sesbesseseebesteneenessenseneesessenensentens 61
864402, VUINErahl € SYSLEM. .....veiveeiciicieeec et neea s 61
864402.10. WALEr SOUICE. .....c.evverereriresiesesesessssssesesessssssesesessssssesesessssssssesassssssssesessssssssesesenes 62
864402.20. Water SUPPIIEL. ..eviviiieeciciecee ettt neen e 62
Article 2. General REQUITEMENTS.......ccocviiiiieie e seese et eee et e e sae e s e saeenesneensens 62
864412. Determination Of PErsonS SEIVEQ..........cceeieieieneneceseseeee e 62
864413.1. Classification of Water Treatment FaCilities. ..........ccoevevvvreeiienieseeeee e 62
864413.3. Classification of Distribution SyStEmS.........cccceveriiiniriinieiesese e 66
864413.5. Treatment Facility Staff Certification Requirements..........ccoccevvvenenencnceene 67
864413.7. Distribution System Staff Certification Requirements. ..........ccoceveevevenenenene 67
864414, StANUDY SOUICES. .....cevverereriiesietetesesesss et s s s se st se s s s s sese s e sstesese s ssssesenens 67
864415. Laboratory and PErSONNEL. ........c.cviiiiiieiiesieiceseeees e 68
864416. Sampling Plan for all Monitoring Except Bacteriological...........ccocvvvireninennnnne. 68
864417. SItiNG REQUITEMENES. .....eveuietieieieice ettt e e n e se s e ene s 69
Article 3. Primary Standards--Bacteriological QuUality..........cccocevercesieesieeie e e 69
864421, General REQUITEMENTS. ........ciiiirieeitesiesieesresiee s teseese st sae e e sressesessessesessesseseesessens 69
864422. Routine Sample Siting Plan. .........ccouiieeiiiisecesese e 69
864423. ROULING SAMPIING.......cviiiietiieieesieesiete st snenas 70
§64423.1. Sample Analysis and Reporting of RESUILS..........c.cverereririerire e 71
864424, REPESE SAMPIING. .e.vcviitiiieieieteree sttt e se s s e sesre e enentens 72
864425. SampPle INVaAlidation. ........cccovvirieeeiiieseeieese st 73
864426. Significant Risein Bacterial COUNL...........ccoceiererinienenieieere e 74
§64426.1. Total Coliform Maximum Contaminant Level (MCL)........ccooovevenenencnenene 75
864426.5. Variance from Total Coliform Maximum Contaminant Level............c.ccocoveeenee. 75
864427, SANILAIY SUIVEY. ...ecveeiiererereiiesietesesesessstesese s ssssesese s sss s besessssssesesasessssssesesesssssesesanes 76
Article4. Primary Standards--Inorganic Chemicals...........ccooeviiiniinieninie e 77
§64431. Maximum Contaminant Levels--Inorganic ChemicCals...........ccoovviveninenenenene. 77
864432. Monitoring and Compliance--Inorganic Chemicals. ..........ccooerviiieeneninnceneneee 77

3}

Last updated October 11, 2007—from Title 22 California Code of Regulations
California Safe Drinking Water Act & Related Laws and Regulations



NOTE: This publication is meant to be an aid to the staff of the CDPH Drinking Water Program and cannot be
relied upon by the regulated community as the Sate of California’s representation of the law. The published codes
are the only official representation of the law. Refer to the published codes—in this case, 22 CCR—whenever
specific citations are required.

§64432.1. Monitoring and Compliance--Nitrate and Nitrite. ........c.ccooevererenenineneneeene 80
864432.2. Monitoring and Compliance - ASDESIOS. ......c.cooevieiiinienee e 81
§64432.3. Monitoring and Compliance - Perchlorate...........cooveverereeiienenese e 82
§64432.8. Sampling of Treated Water SOUICES. .........coveviriereeeniesieesesiereee e e e enens 83
ATTICIE 4.1, FIUOIIAALION ..ottt 83
864433. System Requirements and EXEMPLIONS..........cccoveviiineninieeiesesese s 83
864433.2. Optimal FIUONAE LEVEIS. ....cvvcvceeeieieteees ettt 84
864433.3. Monitoring and Compliance--Fluoride LeVels. ........cccccveeieeveeiceccie e, 85
864433.5. FIUOK Aation SYStEM. .......ccvviiveeerieiesistereess st 86
864433.7. Recordkeeping, Reporting, and Notification for Water Systems Fluoridating.... 86
§64433.8. Fluoridation System Operations Contingency Plan. ...........ccccoovenenenenencneene 87
864434. Water System Priority Funding Schedule............ccooovviiiniecieiee e 87
Article 4.5, TrinalOMELNANES...........ooi i e 92
864439, REQUITEIMENES. ....viuieeiiteiteietestesiee e ste et beste e sesbesse e e seste s esessesseneesesseneesensens 92
Article 5. RAIOACTIVITY ..cvicieiiice ettt e et ae e naeeaesneennens 93
864442. MCLs and Monitoring - Gross Alpha Particle Activity, Radium-226, Radium-228,
= a0 [0 =0 LU o SOOI 93
864443. MCLs and Monitoring - Beta Particle and Photon Radioactivity............ccccceeuee.e. 95
864447.3. Best Available Technologies (BATS) - Radionuclides............ccoovvvevenenennnne. 98
Article 5.5. Primary Standards -- Organic ChemicalS.........ccccooviininiincnenceeeeee 101
§64444. Maximum Contaminant Levels— Organic Chemicals..........cccvovvevenininienennns 101
864445. Initial sampling - 0rganic ChemMICalS...........ccoiieiiiie e 103
§64445.1. Monitoring and Compliance — Organic ChemicCals. .......cccooevvrenenenenieneennns 105
864445.2. Sampling of Treated Waer SOUICES. .......cceverereseriesieeeiesese e e e ssesesseenens 108
Article 12. Best availabletechnologies (BAT) ..ocveieiicie e 108
864447. Best availabletechnologies (BAT) —Microbiological Contaminants. ................ 108
864447.2. Best available technologies (BAT) - inorganic chemicals..........ccocoevvenenenens 108
864447.4. Best Available Technologies (BATS) - Organic Chemicals..........ccoceeeereenens 110
Article 14. Treatment TEChNIQUES.........ocveiecie et 112
§864448. Treatment Technique REQUITEMENLS. ..........cocvieieieieseeieeeee e 112
Article 16. Secondary Drinking Water Standards..........cccoceveeienieeneeieseeseecee e 112
864449. Secondary Maximum Contaminant Levels and Compliance............ccoooeeceneennens 112
864449.2. Waiversfor Secondary MCL COMPlIANCE.........ceoereriererieienese e 114
864449.4. Use of Sources that Exceed a Secondary MCL and Do Not Have aWaiver..... 116
864449.5. Distribution System Physical Water QUality. .......cccoeveeerieeriseeeriseseieeeenen, 117
Article 17. Special monitoring requirementsfor unregulated chemicals...........cc......... 117
Article 18. Notification of Water Consumersand the Department.........cccccecvevevveenee. 117
864463. General Public Notification ReqUIreMENtS. ..........coevveeieieerienienese e seseseseenens 117
864463.1. Tier L PUDIIC NOLICE. ....cocveriieieectisesee et 118
864463.4. Tier 2 PUDIIC NOLICE. ....ceeveiriieeicte ettt 119
864463.7. Tier 3PUDIC NOLICE. ....c.cveeiiceerctisises et 121
864465. Public Notice Content and FOrMEL. ...........cccoveviverieieneneieesesees e 122
864466. Specia Notice for Unregulated Contaminant Monitoring Results. ..................... 133
864468.5. Health Effects L anguage — Disinfectants and Disinfection Byproducts. ....... 133
Article 19. Records, Reporting and Recor dKEEPING .....cccvvveeieeieceese e 135
864469. RePOrting REQUITEMENES .......ccveieiiitesieeste ettt 135

Last updated October 11, 2007—from Title 22 California Code of Regulations
California Safe Drinking Water Act & Related Laws and Regulations



NOTE: This publication is meant to be an aid to the staff of the CDPH Drinking Water Program and cannot be
relied upon by the regulated community as the Sate of California’s representation of the law. The published codes
are the only official representation of the law. Refer to the published codes—in this case, 22 CCR—whenever
specific citations are required.

864470. ReCOrd MaAINLENANCE. ......c.ceviereerereriieisieteses et ss s s s e e s s s sene s sens 136
Article 20. Consumer Confidence REPOIT........ccveiiieiiriirieree e e 136
864480. Applicability and DiStribULioN. ........cccccveerereiiririceeeerc e 136
864481. Content of the Consumer Confidence REPOIt. .........coveereriiinieienie e 137
864482. Required Additional Health INformation. .............cccceevveveeeienessecceese e, 148
864483. Consumer Confidence Report Delivery and Recordkeeping. ........cccocveveeeeneennens 148

CHAPTER 15.5 DISINFECTANT RESIDUALS, DISINFECTION
BYPRODUCTS, AND DISINFECTION BYPRODUCT PRECURSORS..150

Article 1. General Requirementsand Definitions..........ccooeeieriinienenie e 150
864530. Applicability of thiS Chapter.........cccuvvvirieieiiirceee e 150
864531. Definitions Governing Terms Used in this Chapter. ..., 150

Article2. Maximum Contaminant Levelsfor Disinfection Byproductsand Maximum

Residual DiSINFECTANT LOVEIS........cooiieeeee ettt 150
§ 64533. Maximum Contaminant Levelsfor Disinfection Byproducts.............cceceeeeeuennen. 150
Best Available TEChNOIOQY .....ccuoiuiriirieiiee et 152
864533.5. Maximum Residual Disinfectant LEVEIS..........ccccvvvrereeerensiseeeese e, 152

Article 3. MoNItoring reqUITEBMENTS .......ooiiiiereee e se e e 153
864534. General Monitoring REQUITEMENLS. .......cocveriiririerisiesiesieee e 153
864534.2. Disinfection ByproductS MONITOING. ........c.cceeieririeenieniisee e 154
864534.4. Disinfectant Residuals MONItONNG. .......cccovvvivevereiniriseeeeeesseeese e, 158
864534.6. Disinfection Byproduct Precursors (DBPP) Monitoring. ........cccccveeveeieeseennens 158
864534.8. MONItOriNG PlaNS........c.cucuiiiiiisiereiiiisesie et 159

Articled. ComplianCe reqUITEMENTS .......cooiiiiiireeee et se e ses 159
864535. General Requirements for Determining Compliance. ..........coccevvvevenenenieneennns 159
864535.2. Determining Disinfection Byproducts Compliance. ...........ccovoeeeeveenenieeneennens 159
§64535.4. Determining Disinfectant Residuals Compliance. ..........ccccoveveneneneneseneenns 160

Article5. Treatment techniquefor control of disinfection byproduct precursors (DBPP)

................................................................................................................................................. 162
864536. Alternative Compliance Criteriato the Enhanced Coagulation and Enhanced
Softening Performance REQUITEMENTS. ........cccevvieeiieie e ete e see e enneas 162
864536.2. Enhanced Coagulation and Enhanced Softening Performance Requirements. 163
864536.4. Disinfection Byproduct Precursor Compliance Calculations. ............cccccueeuee. 166
864536.6. Disinfection Byproduct Precursors (DBPP) Public Notification Requirements.
............................................................................................................................................. 166

Article 6. Reporting and recordkeeping requirements ........cccceeeereeceseeseeseeseeseeeee e 167
864537. General Reporting REQUITEMENES.........ccveverierieriesese e see e eseeneas 167
§64537.2. Disinfection Byproducts REPOIING. .......cccevererienireninieieesese s 167
864537.4. DisinfectantS REPOMING. ......ccveviverieiieiieriei st sne s 168
§64537.6. Disinfection Byproduct Precursors and Enhanced Coagulation or Enhanced
SOFtENING REPOITING. ....veeeeeieeitieie ettt st s b et et e sseeneesneeneeas 169

CHAPTER 16. CALIFORNIA WATERWORKS STANDARDS............... 170

Article 1. Applicability, Responsibility and Definitions..........ccccoeeverienienenieneeneee e 170
864555, DEFINITIONS......cccivivereriiiisietetee sttt s s s e e s s s sene s e 170

Article 2. General ReQUITEMENTS. ......c.ccoiiiiieseee et 171
864560. BASIC DESIGN. ....eeveiiiiiiiieie ettt sttt 171

7

Last updated October 11, 2007—from Title 22 California Code of Regulations
California Safe Drinking Water Act & Related Laws and Regulations



NOTE: This publication is meant to be an aid to the staff of the CDPH Drinking Water Program and cannot be

relied upon by the regulated community as the Sate of California’s representation of the law. The published codes

are the only official representation of the law. Refer to the published codes—in this case, 22 CCR—whenever
specific citations are required.

864562. QUANLILY Of SUPPIY. ..veeivirerereiiisieietete sttt 171
864563. Procedures for Determining SOUrce CapaCity........ccoovvveeereereerienesesesesesenenens 171
864566. SYSLEM PrESSUIE. .....cueuiiveverereiesiesetesese s tesess s seses st se e s ssesesese s ssssesesesensnns 178
864568. Conditions for Adding Service CONNECLIONS. ........coceeveereriienienieeee e 178
864570. Internal CombUSLioN ENGINES..........ccooiivrievereiiieiiieeeseses e 178
Article 3. DIiStribution RESEINVOITS........coiiiiiiieseeeee e 178
§64600. Basic Design of Distribution RESEIVOITS..........cooeviiirenirieieesese e 178
864602. Subsurface Distribution RESEIVOITS. .......c.cceierireiiieneeieeeeee e 179
864604. COITOSION PIOECHION. .......vcuevcveieteeciec ettt b e s nas 179
Article 4. PUMPING SEALIONS ....ocueiiieiieiiesieee et sae e nb e sns 179
864612. Water SEAled PUMPS. .......cveuiiirieieteiiiesesie et se s tese s se s s s s sensnnnns 179
Article 5. Water Mainsand APPUrteNANCES.........ccuovererriereererie et ses 179
864622. Water Main MaLEalS. ......ccccueueieiriecieiiieeeie ettt nas 179
864624. Water Main Selection and Installation.............ccceveiiienieinieiesese e 180
864626. Layout Of Water MaiNS. .......ccccuvuiveueririiesieteseeie s e sese s sesssn e 181
§64628. Minimum Water Main Diameter and Length of RuN. ..., 181
864630. Water Main INSLAlation. ........ccccciviiieiiicieictee et 182
864632. Water Main ValVe LOCAIONS. .......cccoiueiiiiiiieisiesiee st 182
864634. Water Main Valve Construction Standards. ............cccveeveeceneeneeieseeseeseeseeneens 183
864636. Air and Vacuum Relief and Air Release ValVes. ........ccceveeveneneseseseseeeenens 183
864638. Water MaiN JOINES. .....cucviveeieiereiietiieetee ettt ae st se e st sestese s ebenesaenas 183
864640. FIre HYArantS. .......cccoviuiiieieiisieieise ettt sn e e ene e 183
864642. Flushing Valves and BIOWOTS........ccccuvvciciceiiiiisceees e 183
864644. Service CONNECLION PIPE. ......ccciveiiiiiiciei ettt 184
CHAPTER 17. SURFACE WATER TREATMENT ......ccooiiiiii, 184
Article 1. General Requirements and Definitions..........cccvevieieniene e 184
864650. General REQUITEMENTS. .....c..cviierieriitesieese s sre s reste e sesre e esesressenessees 184
864651.10. APProved SUMfAaCE WELEN..........cccviirvrierereisesiseeee e 185
864651.16. Coagulant ChEMICEL...........ccceiiiieise e 185
864651.20. COAQUIBLION. .....veverieeerereeiesiete et se s s e s e s s ese e e s s sene e nns 185
864651.23. Conventional Filtration Treatment...........coovveveienenieieeiee e 185
§64651.26. Diatomaceous Earth FIItration. ..........cccccceevieeeciieicecee e 185
864651.30. Direct Filtration TreatMent. ........cccveeeerierese e 186
§64651.32. Disinfectant ContaCt TIME. .......cceeviveririereiieesie et saenas 186
864651.33. DISINFECHION. ...ttt sttt aesae s besreebeereeaeeneeneas 186
864651.36. ENGINEENiNG REPOIT. .....ocveueiieierctiiesisietetee s 186
864651.40. FIltEr-TO-WASLE. ......ceeieieeie ettt et ettt s reebeere e eneeneas 186
(oG I T = 1 oo S PPS 186
864651.46. FIOCCUIBLION. .....c.ecuiiviieeieiecteiee ettt nesnesn e sne s 186
864651.50. Groundwater Under the Direct Influence of Surface Water. ..........cccccveueneen. 186
864651.53. LEJIONEIAL ....oveveceiciiieieies ettt n e 186
864651.56. MUItibarrier TrEAIMENt.........c.cieeereiieereeietee e 187
864651.60. NTU (Nephelometric Turbidity UNit)........ccooooveieveniniineese e 187
864651.63. PreSSUIrE FILEN. ......cuoiiveieiceeceetecee ettt nas 187
864651.66. QUAlified ENGINEEY. .......cccoiiieiiiiesieese ettt e 187

38

Last updated October 11, 2007—from Title 22 California Code of Regulations
California Safe Drinking Water Act & Related Laws and Regulations



NOTE: This publication is meant to be an aid to the staff of the CDPH Drinking Water Program and cannot be

relied upon by the regulated community as the Sate of California’s representation of the law. The published codes

are the only official representation of the law. Refer to the published codes—in this case, 22 CCR—whenever
specific citations are required.

864651.70. Residual Disinfectant CONCENLIation. ............cceerererrerererisesisieeeseseseseseeneens 187
864651.73. SEHiMENLALION. ....c.eiviieeieieeieeeee e 187
864651.76. SIOW Sand Filtration. .........ccccveeiiiiesiereeiesesse e 187
G H RS S U o] o] 1= SO 187
864651.83. SUMACE WELET ........couieeiieieieieeste sttt s see e sne s 187
864651.86. TUrDIdity LEVEL. .....cooeeeiieieeeseese e 188
8B4651.90. VITUS...cveeeueeuirieieiesiesieseetesteessesteseesessesaeeesessessesessesseneesestessesessessenessessessesessenes 188
864651.91. Waterborne Microbial Disease OUthreak..........cccovvveieeeieienence s 188
864651.93. WAEISNE. ...cveueeiiiiiieiceiesieee sttt se e es 188
864652. Treatment Requirements and Compliance Options. .........ccccoeeererieereesesieeseeneens 188
864652.5. Criteriafor Avoiding FIltration............ccceevriiieeeiiesse e 189

G LGS 11 - 1 o] TSRS 193
864654 DiSINFECLION. .....cvevcvevieiisietetee sttt ss s s b e e st se e e e 194
Article 3. MOoNItoring REQUITEMENTS........coiiiiiiieieseeseeie et 195
GG T I 1L = o] o ISR 195
864656. DISINFECHION. .....cveiviieiiiiiieiees ettt e e resn e ene s 195
Article 4. DeSign StaNAardS.........ccceeveeieiieie et re e nns 196
864658. New Treatment PlantS..........ccccveiiiieiie et 196
864659. RETBDIITY......eueeeirieeieiee e 197
ATTICIE 5. OPENALION ...ttt b et sae e e e e neenbeeneesrs 198
864660. OPErating CritEITa ....ccvevcvevereisisisiereesises ettt 198
864661, OPEratioNS Plan. .......ccccviieiiiiiiiieise ettt st e resr e ene s 199
804662, RECOITS. .....cveveeiiecieriisisie ettt ettt ss st s e e s se e s e s e s e e s s s tesene e nns 200
ATTICIE 6. REPOIMTING ..ttt sttt st et e saeesee et e neenbeeneenns 200
864663. Department NOtITICALON. ........ccovevereiiiesiereee e 200
864664. MONtNIY REPOI. ......ocuiiviieiieiecieiees sttt resr e ene e 201
Article 7. Watershed Sanitary SUINVEYS........cccoieeeeeeiecie e nns 202
864665. Watershed REQUITEMENES. ........covciiiiiieieeceee ettt 202
Article 8. PUDIIC NOLITICAIION........ccoiiiiiisiceee s 203
864666. CoNSUMEr NOLITICALION. ....c.ccveiviiericiesieese et 203
CHAPTER 17.5. LEAD AND COPPER ..., 204
Article 1. General Requirementsand Definitions.........coveveeiesiene e e 204
864670. General REQUITEIMENES........ciiiiieuiitesieese ettt sresn e sne s 204
864671.05. ACHON LEVEL.....cooieecteeeeee ettt 204
864671.08. ACtion LeVEl EXCEEUANCE. ......ccviuireeieiesie ettt st 204
864671.09. Corrosion Control Treatment OF CCT.......cooceverereririenierie e 204
864671.10. CorroSion INNIDITOT..........ccciveiiirieice e 204
864671.15. Detection Limit for Purposes of Reporting or DLR. .......cccoovvivenineninienens 205
864671.30. Large Waer SYSEEM......c.cceiieiieieeieieeesie e steste e sse e eeeesaeseestessessessessenseenens 205
864671.35. LA SENVICELINE. ...ocveeiiiceetctcess ettt 205
864671.40. Medium-Size Water SYSIEM. ......cccveieieieresie st 205
8B4671.55. PEITOM. ...ttt st sa et sae e e nne s 205
864671.65. Single-family SITUCIUIE. ........ccviirieieeeese e 205
864671.70. SMall Water SYSLEM........cceieeeririeererereee st es 205
864671.75. Tap SAMPIING. ...eciiviieieteeeiee et e e sresr e ene s 205

9

Last updated October 11, 2007—from Title 22 California Code of Regulations
California Safe Drinking Water Act & Related Laws and Regulations



NOTE: This publication is meant to be an aid to the staff of the CDPH Drinking Water Program and cannot be
relied upon by the regulated community as the Sate of California’s representation of the law. The published codes
are the only official representation of the law. Refer to the published codes—in this case, 22 CCR—whenever
specific citations are required.

864671.80. Water Quality Parameter or WQP. ........ccooieieeieseereeeeseese e see e neens 205
864671.85. WQP MONITOMNG. ...ccveveeririieriitesieisesiesieesressesesresseseesessesseseesessessesessessesessenes 206
Article 2. Requirements According to SyStem SiZe.......cccoceveeienieneece e 206
864673. Small and Medium-size Water System Requirements...........ccocevevenenesenennens 206
864674. Large Water System REQUIFEMENES. .......cvcveeieieeeereiesiee s 207
Article 3. Monitoring for Lead and COPPES ......cocvreeieriieriereeie et s 209
864675. General Requirements for Tap Sampling for Lead and Copper. .......c.ccveveeenens 209
864675.5. Tap Sampling FrEQUENCY. .......cviiiieiieiieei sttt 210
864676. SaMPIE Sit€ SEIECLION. ....cvcveeeiieeercriieee e 210
864677. Sample Collection MethodS fOr TapS. .....ccoceverereieneeieeeiese e 212
864677.5. Sample INVaAlidation. .........ccvvevereiriiseieee e 212
864678. Determination of Exceedances of Lead and Copper Action Levels.................... 213
864678.5. Monitoring Waiversfor Small SyStems..........ccocoveveninienieierese e 214
864679. Supplemental MONITOMNNG. .....cceiiiiieiee et 216
Article4. Water Quality Parameter (WQP) MoONItoring......ccccceecevveceseesesieseese e 216
864680. General WQP Monitoring REQUITEMENES.........cccvveiireeieeeieesee e 216
864681. Initial WQP MONITOMNG. ...cvcvivveiereriiiesietereese s sees e se s sesen e 216
864682. WQP Monitoring After CCT InStallation. .........cccceevrenieiinieienese e 217
Article5. CorroSion CONTIOl .......ccooiiiiiiii s 218
864683. Corrosion Control Study ProCedUIE. ............cocvveiiienenieeeieese s 218
864684. CCT Installation and OPEration. ...........ccueuererireerereiniseseeesess s eseens 219
Article 6. Source Water Requirementsfor Action Level Exceedances...........ccccoceeueenee. 220
864685. Source Water Monitoring and Treatment Designation. ...........ccccevevenererienennnns 220
864686. Requirements Subsequent to the Department’s Designation............ccccceeeveeeennens 221
Article 7. Public Education Program for Lead Action Level Exceedances.................... 222
864687. Lead Public Education Program Content and DEliVEry........cccvvvievieneneneneenns 222
Article8. Lead ServiceLine Requirementsfor Action Level Exceedances.................... 230
864688. Lead Service Line REPIACEMEN. .......ccccvvviieiieieecec e 230
864689. Lead Service Line SamPling. .......ccvivreeiereeieierise e 231
Article 9. Reporting and ReCOrdKeEPING .......coveeirienieieeeereee e s 232
864690.10. Data REPOMING. ...cvevivevereriririeiererise s tesee e se e ss s s e e e s sesesensnns 232
864690.80. RECOIAKEEDING. ....eoveeerietiitieetiete et sttt e et eebe st e e sesresneneene s 232
CHAPTER 18. DRINKING WATER ADDITIVES ..., 232
Article 1. REQUITEMENTS.....c.eciieeecieee ettt este e e sneesae e e e eneenseeneennes 232
864700. DIreCt AQUItIVES. .....ccuvviieeieiecteees et ene e 232
864710, EXCEPLION. ...veveeiiecveeiisisie ettt ettt se st b et se e s se s sesa e e s sesenennnns 233

10

Last updated October 11, 2007—from Title 22 California Code of Regulations
California Safe Drinking Water Act & Related Laws and Regulations



NOTE: This publication is meant to be an aid to the staff of the CDPH Drinking Water Program and cannot be
relied upon by the regulated community as the Sate of California’s representation of the law. The published codes
are the only official representation of the law. Refer to the published codes—in this case, 22 CCR—whenever
specific citations are required.

TITLE 22
DIVISION 4. ENVIRONMENTAL HEALTH

CHAPTER 1. INTRODUCTION

Article 1. Definitions

860001. Department.

Whenever the term “ department” is used in this division, it means the State Department of
Health Services, unless otherwise specified.

860003. Director.
Whenever the term “director” isused in this division, it means the Director, State Department of
Health Services, unless otherwise specified.

CHAPTER 4 WATER TREATMENT DEVICES

Article 1. Definitions

860400. Certification.

“Certification” means that a water treatment device or atreatment component used in water
treatment devices has met the testing requirements specified in section 60435 or the testing
requirements accepted by the Department pursuant to section 4057.1(c) * of the Health and
Safety Code as defined in section 60440.

860401. Health and Safety Claim.
() “Health or Safety Claim” means one or more of the following:

(1) Any claim that the water treatment device or treatment component will remove or
reduce a contaminant for which a primary drinking water standard as defined in Health and
Safety Code section 4010.1 2 or a treatment requirement as authorized in sections 4023.1(c) * and
4023.3(d) * of the Health and Safety Code has been established.

Any claim that the water treatment device or treatment component will remove or
reduce a contaminant for which a national primary drinking water standard or
treatment requirement has been established under the U.S. Safe Drinking Water Act (PL
93-523 and as amended under PL 99-339) (42 U.S.C. section 300g-1).

(2) Any claim that the water treatment device or treatment component will remove or
reduce a contaminant which has been determined to present a health risk by the United States

1 Section 4057.1(c) has been recodified to 116830(c). The Office of Administrative Law (OAL)
has been notified of this by request for a“change without regulatory effect”.
2 Section 4010.1 has been recodified to 116275. OAL has been notified of this by request for a
“change without regulatory effect”.
3 Section 4023.1(c) has been recodified to 116365(c). OAL has been notified of this by request
for a*“change without regulatory effect”.
4 Section 4023.3(d) has been recodified to 116375(d). OAL has been notified of this by request
for a*“change without regulatory effect”.
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Environmental Protection Agency pursuant to sections 1445(a)(2) and 1445(a)(3) of the U.S.
Safe Drinking Water Act (PL 93-523 and as amended under PL 99-339) (42 U.S.C. section 300j-
4(8)(2) and (8)(3)).

860402. | ndependent Laboratory.

“Independent Laboratory” means alaboratory that is neither owned or operated by the
manufacturer or an entity which is aparent or subsidiary company to the manufacturer of a water
treatment device or treatment component nor isin a partnership with the manufacturer or entity
which isaparent or subsidiary company to the manufacturer.

860403. Manufacturer.

(@) “Manufacturer” means any person, as defined by section 4057(c) ° of the California
Health and Safety Code, that makes, converts, constructs, or produces water treatment devices or
treatment components for the purpose of sale, lease or rent to individuals, corporations,
associations, or other entities. Manufacturer also includes:

(1) Personsthat assemble water treatment devices or treatment components from
components manufactured by another entity.

(2) Persons who add their own product name or product identification to water
treatment devices or treatment components which have been manufactured or assembled by
another entity.

860404. Recognized Testing Organization.

“Recognized Testing Organization” means an independent |aboratory which has been accredited
by the Department pursuant to Health and Safety Code, division 1, part 2, chapter 7.5, section
1010 et seq.

860405. Testing Requirements.
“Testing Requirements’ means the contaminant reduction and general performance requirements
pursuant to section 60435.

860406. M odification.

“Modification” means any change made to a certified water treatment device or certified
treatment component which may affect its performance in meeting the testing requirements or an
changein the health or safety claims made with respect to the certified water treatment device or
certified treatment component.

Article 2. Certification Requirements

860407. Certification Period.

The certification shall be valid for one year and shall be renewable for a period not to exceed five
years.

5 Section 4057(c) has been recodified to 116825(c). OAL has been notified of this by request for
a " change without regulatory effect”.
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Article 3. Application Requirements
860410. Certification Application.

(a) Application for certification shall be submitted by the manufacturer for each water
treatment device or treatment component.

(b) A completed application shall include the following:

(1) Applicant business name, address, and phone number.

(2) A contact person, address, and phone number.

(3) Theidentification of each and every specific contaminant for each and every
health or safety claim which is made for the water treatment device or treatment component.

(4) Product design specifications and engineering information including blueprints or
similar drawing which will provide detailed information about the construction of the water
treatment device and treatment components.

(5) Partslist for the water treatment device or treatment component.

(6) Test data and verification as prescribed by section 60435, 60445, 60450 or 60455.

(7) A list of al names, model numbers, or other product identifications which are
used by the manufacturer to describe the water treatment device or treatment component.

(8) A statement containing the following declaration by the manufacturer: “This
water treatment device or treatment component, which isidentified as (insert name, model
number, or other product identification) has been toxicologically reviewed and tested to verify
that no substances are contributed by the unit to the treated water at levels that would adversely
affect the health of the users. The toxicological review and testing was conducted pursuant to the
requirements of the material review and qualifications procedures contained in the appropriate
testing standard referenced in Table | of section 60435 or Table Il of section 60450”.

(9) The application shall be signed by a person in a principal management position.

860415. Certification Renewal.
(@) A completed application for renewal of acertification shall be submitted by the
manufacturer. A completed application shall include the following:

(1) Applicant business name, address, and phone number.

(2) A contact person, address, and phone number.

(3) A written statement that identifies any change to the information provided as
described in section 60410(b)(7) and (8) or changes to section 60410(b)(4) and (5) which do not
constitute modifications.

(4) The application shall be signed by a person in a principal management position.

(b) The manufacturer shall be responsible for making application for renewal of a
certification at least 30 days prior to the expiration date. If the application is submitted after that
date, alate application penaty must be paid.

(©) Inthe event that the application for renewal of the certification is denied by the
department, the manufacturer will be notified by registered mail of the denial and the reasons for
the denial. The manufacturer may appeal the denial in accordance with Government Code, title
2, division 3, chapter 5, section 11500 et seq. The registered letter providing notice of the denial
will be considered the accusation within the appeal process.
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860425. M odification of a Certification.
(@ Any modification made to a certified water treatment device or certified treatment
component without the written approval of the Department shall void the certification.

(b) Application to modify an existing certification shall be submitted by the manufacturer. A
completed application for the modification of a certified water treatment device or certified
treatment component shall include the following:

(1) Applicant business name, address, and telephone number.

(2) Name of a contact person, address, and tel ephone number.

(3) A statement of the reasons for the modification(s).

(4) A description of the modification(s) to the certified water treatment device or
certified treatment component such as changes in the health or safety claims; changesin
treatment components; changes in parts which are in direct contact with the influent or product
water; or changes to parts which affect the treatment process or product safety

(6) Changes to the parts list provided pursuant to section 60410(b)(5).

(7) Changes to the product design, specifications and engineering information
including blueprints or similar drawings provided pursuant to section 60410(b)(4).

(8) Changesto the list of names, model numbers, or other product identifications
provided pursuant to section 60410(b)(7).

(9) A statement containing the following declaration by the manufacturer: “This
water treatment device or treatment component, which isidentified as (insert name, model
number, or other product identification) has been to toxicologically reviewed and tested to verify
that no substances are contributed by the unit to the treated water at levels that would adversely
affect the health of the users. The toxicological review and testing was conducted pursuant to the
requirements of the materia review and qualifications procedures contained in the appropriate
testing standard referenced in Table | of section 60435 or Table Il of section 60450.”

(10) The application shall be signed by a person in a principal management position.

860430. Processing Time.

() Within 45 calendar days of receipt of an application for certification, or modification of a
certified water treatment device or certified treatment component, the Department shall inform
the applicant in writing that the application is complete and accepted for filing, or that it is
incomplete and what specific information is needed.

(b) Within 90 calendar days from the date of filing a completed application for certification
or modification of acertified water treatment device or certified treatment component, the
Department shall inform the applicant in writing of its decision.

(c) Within 30 calendar days of receipt of an application for renewal of certification, the
Department shall inform the applicant in writing that the application is complete and accepted for
filing, or that it isincomplete and what specific information is needed.

(d) Within 30 calendar days of receipt of a completed application for the renewal of
certification, the Department shall inform the applicant in writing that certification has or has not
been extended.
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Article 4. Testing and Testing Protocols
860435. Testing and Testing Protocols.

(a) To be considered for certification, awater treatment device or treatment component shall
be tested and found to meet the requirements set forth in Table .

(b) Thetesting shall be conducted:
(1) By arecognized testing organization; or
(2) By amanufacturer pursuant to section 60445.

(c) All contaminant reduction and general performance testing shall be conducted by a
laboratory which has been accredited by the Department pursuant to Health and Safety Code,
division 1, part 2, chapter 7.5, section 1010 et seqg. Test data submitted pursuant to section 60450
are exempt from this provision.

Tablel
Testing Requirements

TESTING PROTOCOLS

Treatment Process | Reference Sandard | Contaminant General
Reduction Performance
Requirements Requirements
(Sections) (Sections)

Mechanical 5.2,5.2.1,5.3, 42,421,422,

Filtration NSF Standard 53* | 5.3.1, 5.3.2 423,424, 4.4

Activated Carbon 5.3.3 55

Reverse Osmosis | NSF Standard 58° | 5.3, 5.4, 5.4.1, 41,472,473
54.2,54.3

Cation Exchange | NSF Standard 44° | 5.2,5.2.1 4.3

Distillation NSF Standard 62* 51,52,53 4.21,45,45.1,

452,4521,54

Notes: 'National Sanitation Foundation Standard 53, Drinking Water Treatment Units Health Effects, June 1988.
National Sanitation Foundation Standard 58, Reverse Osmosis Drinking Water Treatment Systems,
November 1986.
3National Sanitation Foundation Standard 44, Cation Exchange Water Softeners, December 1987.
*National Sanitation Foundation Standard 62, Drinking Water Distillation Systems, May 1989.

§60440. M anufacturer's Testing Protocols.

(d) Whenever the testing requirements of Table | of section 60435 are not applicable for the
treatment process or the specific contaminant for which certification is requested, the applicant
shall submit proposed testing protocols to the Department for approval prior to the testing of the
water treatment device or trestment component.

(b) The proposed testing protocols shall include the following:
(1) Testing shall be conducted in duplicate.
(2) Testing shall be conducted under pressure and flow conditions typical of the end
use of the water treatment device or treatment component.
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(3) Testing shall provide an equivalent level of assurance that the performance of a
water treatment device or treatment component is consistent with the performance of those water
treatment or treatment components devices which are tested against the testing requirements
prescribed in Table | of section 60435.

860445. Manufacturer's Test Data.
(a) Test data developed by a manufacturer and submitted to the Department pursuant to the
provisions of section 60435(b)(2) shall meet all of the following requirements:

(1) The data was obtained using the testing requirements prescribed in section 60435
or the testing requirements accepted by the Department pursuant to section 4057.1(c) ° of the
Health and Safety Code as defined in section 60440.

(2) The data was produced by alaboratory which is wholly owned by the
manufacturer of the water treatment device or treatment component.

(3) The manufacturer has complied with the Department's request for information
regarding the qualifications of the laboratory staff, laboratory equipment used for testing and
analysis, and records related to the testing under review.

(4) The manufacturer's laboratory has been inspected by the Department's staff under
acost reimbursement agreement to recover the cost incurred to make the inspection(s).

(5) The manufacturer has performed replicate testing, as specified by the Department,
during the on-site inspection. Such testing shall be required when test data submitted pursuant to
this section isincomplete or there is reasonable doubt regarding the ability of the treatment
process to remove or reduce one or more of the specific contaminants tested.

860450. Prior Test Data.

When a manufacturer submits prior test data to satisfy the requirements of section 60410(b)(6),
the manufacturer shall demonstrate that any test data devel oped before September 1, 1990 was
developed by an independent laboratory or by a manufacturer's laboratory; and that the test data
was devel oped using atesting protocol that was consistent with the applicable testing
requirements set forth in Table 11. All test data considered by the Department pursuant to this
paragraph shall have been produced from testing that was conducted after January 1, 1983.

6 Section 4057.1(c) has been recodified to 116380(c). OAL has been notified of this by request
for a*“change without regulatory effect”.
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Tablell
Testing Requirementsfor Prior Data

TESTING PROTOCOLS

Treatment Process Reference Sandard | Contaminant General
Reduction Performance
Requirements Requirements
(Sections) (Sections)

Mechanical Filtration 5.2,5.2.1,5.3, 42,421,422,

NSF Standard 53* | 5.3.1, 5.3.2 423,424, 4.4

Activated Carbon 5.33 55

Reverse Osmosis NSF Standard 58° 5.3,54,54.1, 41,472,473
54.2,5.4.3

Cation Exchange NSF Standard 44° 52,521 4.3

Distillation NSF Standard 62* 51,52,53 4.21,45,45.1,

452,4521,54

Notes: ' National Sanitation Foundation Standard 53, Drinking Water Treatment Units Health Effects, June 1988.
2 National Sanitation Foundation Standard 58, Reverse Osmosis Drinking Water Treatment Systems,
November 1986.
% National Sanitation Foundation Standard 44, Cation Exchange Water Softeners, December 1987.
* National Sanitation Foundation Standard 62, Drinking Water Distillation Systems, May 1989.

860455. Extrapolation of Data.

(&) Where amanufacturer has several water treatment devices or treatment components each
using the same treatment technology and they are of similar construction, the manufacturer may
submit test data developed pursuant to section 60435 or the manufacturer's testing protocol
accepted by the Department pursuant to section 4057.1(c) ’ of the Health and Safety Code, as
defined in section 60440, on one water treatment device or treatment component as
representative of the others under the following conditions:

(1) The manufacturer submits evidence that extrapolation will provide test datathat is
reasonably consistent with empirical datathat would be obtained from the actua testing of the
water treatment device or trestment component.

(2) Extrapolation islimited to the scaling or down in size as measured by the volume
of product water produced or volume of water to be treated.

(3) Scaling up shall be limited to three times greater than the size of the
representative water treatment device or treatment component.

(4) Scaling down shall be limited to one third the size of the representative water
treatment device or treatment component.

860460. Retesting.
(&) The manufacturer shall retest each certified water treatment device or certified treatment
component every five years from the date of certification to insure continued compliance with

7 Section 4057.1(c) has been recodified to 116380(c). OAL has been notified of this by request
for a*“change without regulatory effect”.
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this chapter and shall submit the results to the Department along with the application for
recertification.

(b) The manufacturer shall retest a certified water treatment device or certified treatment
component for the reduction of a contaminant or for a general performance requirement when the
Department determines through testing pursuant to section 60435 or the manufacturer's testing
protocol accepted by the Department pursuant to section 4057.1 of the Health and Safety Code,
as defined in section 60440, that the water treatment device or treatment component is not
meeting a requirement when the water treatment device or treatment component is used
according to the manufacturer's instructions. The manufacturer shall comply with the following
requirements when retesting pursuant to this paragraph:

(1) Retesting pursuant to subsection (b) shall be conducted by a recognized testing
organization in accordance with section 60435 or the manufacturer's testing protocol and shall be
initiated within three months of notification by registered mail of the Department's
determination.

(2) Theresults of retesting shall be submitted to the Department within 60 days of
initiating the testing.

(3) Theresults of retesting shall be in conformance with section 60435 or the
manufacturer's testing protocol. Manufacturers of certified water treatment devices or certified
treatment components determined to be out of compliance with section 60435 or the
manufacturer's testing protocol will be notified by registered mail of the decertification and
reason for decertification. The manufacturer may appeal the decertification in accordance with
Government Code, title 2, division 3, chapter 5, section 11500 et seq. The registered |etter
providing notice of the decertification will be considered the accusation within the appea
process.

(c) Retesting pursuant to subdivision (a) shall not be required for a certified water treatment
device or certified treatment component if the water treatment device or treatment component is
listed under a product listing program operated a non-profit third party testing organization and
subject to the following provisions:

(1) Thelisting program is operated by a recognized testing organization.

(2) Thelisting program includes retesting of the water treatment device or its
treatment components at least every five years.

(3) Thelisting program requires that the manufacturer maintain a quality assurance
and quality control program for the manufacturing of the water treatment device or treatment
component.

(4) Thelisting program includes visits at |east every two years to the manufacturing
plants to inspect the manufacturing of the water treatment device or treatment component and the
quality control records maintained by the manufacturer.

Article 5. Product Labeling and Data Sheet Requirements
860465. Product L abeling.
(&) A permanent, clear, and legible plate or label containing the following information shall
be securely affixed to each certified water treatment device or certified treatment component so
that such plate or label can only be removed with a purposeful effort and the plate or label shall
be affixed in areadily accessible location:
18

Last updated October 11, 2007—from Title 22 California Code of Regulations
California Safe Drinking Water Act & Related Laws and Regulations



NOTE: This publication is meant to be an aid to the staff of the CDPH Drinking Water Program and cannot be
relied upon by the regulated community as the Sate of California’s representation of the law. The published codes
are the only official representation of the law. Refer to the published codes—in this case, 22 CCR—whenever
specific citations are required.

(1) Equipment name.

(2) Model designation.

(3) Name of manufacturer.

(4) The statement “For conditions of use, health claims certified by the Cadifornia
Department of Health Services, and replacement parts, see product data sheet.”

(5) The statement “California Department of Health Services certification Number:
XXXXXX.”

860470. Product Data Shest.
() Each certified water treatment device shall be accompanied by a Product Data Sheet
which includes the following information:

(1) A copy of the certificate by which the Department has granted certification of the
water treatment device. The copy may be incorporated in the product data sheet or attached to
the sheet.

(2) Serviceflow rate in gallons per minute or gallons per day (Liters/day) or the
production rate in gallons per day (Liters/day).

(3) Rated servicelife of the water treatment device (where applicable).

(4) Genera use conditions and needs, such as maximum turbidity and bacteriological
quality of source water.

(5) Mode or part number and estimated cost of components that must be periodically
or routinely, replaced to maintain the effectiveness of the certified water treatment device.

(6) Maximum and minimum operating temperature in degrees Fahrenheit and degrees
Centigrade.

(7) Maximum and minimum operating pressure in pounds per square inch and
kilograms per square centimeter.

(8) A reference to the owner's manual for general operation and maintenance
requirements, and the manufacturer's warranty.

Article 6. Fees
860475. Fees.
(&) The fees specified shall be paid pursuant to the requirements of this chapter. The fees
paid are non-refundable:
(1) Certification or Recertification $1400
(2) Annual Renewal $400
(3) Late Renewal Pendty $200
(4) Modification of a Certification $300
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CHAPTER 12. SAFE DRINKING WATER PROJECT FUNDING

Article 1. Definitions

§63000.10. Applicant.

“Applicant” means a public water system that is applying for funding from the State Revolving
Fund.

§63000.13. CEQA.
“CEQA” means the California Environmental Quality Act and the regulations and guidelines
adopted by the California Resources Agency to implement that Act.

863000.16. Completion of Project.

“Completion of Project” means, in the case of construction, that the Department has conducted a
final inspection of the project and has notified the Department of Water Resources that project
construction has been completed. In the case of planning loans, completion of project means that
the Department has received and approved the planning report and has notified the Department
of Water Resources of the approval.

863000.17. Consolidation Project.
"Consolidation project” means a project that involves the restructuring of two or more water
systems into a single public water system through physical consolidation of the water systems.

§63000.19. Construction Funding.

"Construction Funding" means aloan and/or grant to cover the cost of planning, preliminary
engineering, design, acquisition of water systems, purchase of land or equipment, and
construction or consolidation of awater system project.

863000.25. Disadvantaged Community.
“Disadvantaged Community” means a community whose median household incomeis 65
percent or less of the statewide median household income.

863000.28. Drinking Water Standards.

“Drinking Water Standards’ means all drinking water requirements set forth in the California
Safe Drinking Water Act (section 116275 et. seg. Health and Safety Code) and the regul ations
adopted by the Department pursuant thereto.

863000.31. Eligible Project Cost.
“Eligible Project Cost” means those costs of a proposed project that are deemed by the
Department to comply with the eligibility criteria set forth in section 63010.

863000.34. Federal Cross-Cutters.
“Federa Cross-cutters’ means those federal laws, regulations, policies and executive orders
listed in Appendix VI1I of the USEPA program guidelines.

863000.35. Federal Funding Allocation.
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“Federal Funding Allocation means the capitalization grant awarded by the USEPA to the
Department from a specific federal fiscal year alocation.

§63000.40. Funding Application.

"Funding Application" means the appropriate application form to be submitted by an applicant
for State Revolving Fund funding. The application forms are: Application Cover Sheet [DHS
8595 (5/99)], Application for Construction Funds [DHS 8585 (4/01)]; Application for Short
Term Planning Loans [DHS 8586 (1/99)]; Application for Source Water Protection Funds [DHS
8588 (2/00)]; and Application for Refinancing [DHS 8587 (1/99)], which are al incorporated by
reference.

§63000.43. Funding Agreement.

"Funding Agreement” means the document that is signed by the funding recipient and the
Department of Water Resources, acting as the agent for the Department, that consummates the
loan and/or grant.

§63000.46. Funding Agreement Execution.
“Funding Agreement Execution” means that the funding agreement has been signed by both the
funding recipient and the Department of Water Resources acting as the agent for the Department.

§63000.47. Funding Recipient.
"Funding recipient” means the public water system that enters into a funding agreement with the
State and receives funding from the Safe Drinking Water State Revolving Fund.

§63000.49. L ocal Match Project.

“Loca Match Project” means a project whereby the local public agency provides 20 percent of
the total eligible cost of the project to the Department to cover the State's matching share of the
federa dollars.

863000.62. M edian Household I ncome.
"Median Household Income" means the household income that represents the median value for
the service area of a public water system.

§63000.65. NEPA.
“NEPA” means the National Environmental Policy Act (42 U.S.C. 4331 et seq.) or aNEPA
equivaent or NEPA- Like process approved by the USEPA for the drinking water revolving
fund loan program.

§63000.66. Non-profit.
"Non-profit" means an entity that is exempt from taxes under United States Internal Revenue
Code Section 501(a), 26 U.S.C. 501(a).

863000.67. Notice of Acceptance of Application.

"Notice of Acceptance of Application” means a notice sent to the applicant that (1) identifies the
portions and costs of the project that have been determined to be eligible for State Revolving
Fund funding; (2) explains the terms and conditions that will govern the loan or grant for the
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project; and (3) sets forth the conditions and schedules that must be met before a funding
agreement will be executed.

§63000.68. Planning L oan.
“Planning Loan” means aloan to cover the cost of studies, planning, and preliminary engineering
for aproject.

863000.70. Possible contaminating activity (PCA).

“Possible contaminating activity (PCA)” means a human activity that is an actual or potential
origin of contamination for a drinking water source and includes sources of both microbiological
and chemical contaminants that could have adverse effects upon human health.

§63000.71. Project.

“Project” means all planning, engineering, construction, and construction related activities
undertaken to solve the specific water system problem for which the project was ranked on the
project priority list.

863000.74. Project Priority List.

“Project Priority List” meansthe list of projects for which public water systems have requested
funding and that have been ranked in priority order in accordance with section 116760.70 of the
Health and Safety Code.

863000.77. Project Primarily to Serve Future Growth.

“Project Primarily to Serve Future Growth” means a project, or project component, that has a
design capacity that is more than double the design capacity needed to serve the existing water
demand at peak daily flow.

§63000.80. Refinancing L oan.

“Refinancing Loan” means aloan to refinance the remaining balance of an existing indebtedness
incurred for construction of an otherwise eligible project where the construction of such project
commenced after July 1, 1993.

§63000.81. Restructured Water System.
"Restructured water system" means the single public water system that results from the
consolidation of two or more water systems.

863000.83. Service Area.
“Service Area’ means al of the geographical areathat is currently served drinking water by a
public water system.

§63000.84. Source Water Assessment.

“Source water assessment” means an evaluation of adrinking water source that includes
delineation of the boundaries of the source area, identification of PCAs within the delineated
area, adetermination of the PCAs to which the source is most vulnerable, and a summary of the
vulnerability of the source to contamination.
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§63000.85. Source Water Protection (SWP).
“Source water protection (SWP)” means the process of managing the activities within a
delineated source area to prevent drinking water source contamination.

863000.86. Source Water Protection Program.

“Source water protection program”, also known as awellhead protection program or a watershed
management program, means a comprehensive program devel oped to protect a water source used
as adrinking water supply and includes activities such as organizing a community taskforce to
develop and carry out the protection program, educating the community on source protection,
conducting a source water assessment to determine the PCAs to which the source is most
vulnerable, identifying management measures for the PCAs posing the highest risk, developing a
strategy for implementing those measures, considering protection principles when siting any new
sources, and identifying alternative sources of supply for emergencies.

§63000.87. Source Water Protection (SWP) Loan.
"Source Water Protection (SWP) loan" means aloan to cover the cost of a Source Water
Protection Project.

§63000.88. SWP loan applicant.
“SWP loan applicant” means a public water system that is applying for a SWP loan from the
State Revolving Fund.

863000.89 State Revolving Fund.
“State Revolving Fund” means the Safe Drinking Water State Revolving Fund created pursuant
to section 116760.30 of the Health and Safety Code.

§63000.90. Target Consumer Rate.

“Target Consumer Rate” means an amount equal to 1 1/2 percent of the median household
income for water systems where the median household income is equal to or less than the
statewide median household income or 2 percent of the median household income for water
systems where the median household income is greater than the statewide median household
income.

863000.92. USEPA.
“USEPA” means the United States Environmental Protection Agency.

§63000.95. USEPA Program Guidelines.
“USEPA Program Guidelines” means the Drinking Water State Revolving Fund Program
Guidelines (EPA 816-R-97-005, February 28, 1997) adopted by the USEPA.

Article 2. Financing Criteria
863010. Project Eligibility.

(@) In order to be eigible for funding, an applicant shall have the authority to enter into a
debt contract with the State.
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(b) In order to be eligible for funding that is not a SWP loan, an applicant shall be either a
community water system or a non-profit non-community water system.
(2) Only those project costs that are directly associated with the planning, design, and
construction of aproject shall be eligible for funding.
(2) The following project costs, that would otherwise be eligible pursuant to paragraph
(2), shal beineligible for funding:
(A) Land acquisition except for land or land access that isintegral to the
construction of source, treatment or distribution facilities.
(B) Ongoing operation and maintenance costs.
(C) Any project facilities that are primarily to serve future growth.
(D) Dams or rehabilitation of dams and any raw water storage facilities.
(E) Water rights except water rights acquired through consolidation with another
water system.
(F) Laboratories except those necessary for operation of atreatment facility.

(c) In order to be eligible for a SWP loan, an applicant shall be a community water system
except that both a community and non-profit non-community water system shall be eligible for a
SWP loan for land or easement acquisition.

(1) SWP project costs that shall be eligible for a SWP loan include only those
associated with source water protection measures such as destruction of abandoned wells,
hazardous waste collection programs, upgrade or abatement of septic systems, public education,
water quality monitoring at critical pointsin protection areas, fencing out cattle and other
animals from intakes, tributaries or reservoir boundaries, restricting public accessto critical areas
in protection areas, evaluations of agricultural practices and education on best management
practices, installation of signs at boundaries of zones or protection areas, and structures to divert
contaminated runoff from the source.

(2) SWP project costs shall be ineligible for SWP funding if the project is eligible for

funding through the following:

(A) The federa Comprehensive Environmental Response Compensation and
Liability Act of 1980 (Superfund) as amended by the Superfund Amendments and
Reauthorization Act of 1986; or

(B) Programs established under the Hazardous Substance Account Act (Health and
Safety Code, Chapter 6.8, Section 25300 et seq); or

(C) The Underground Storage Tank Cleanup Fund created pursuant to Health and
Safety Code section 25299.50.

(d) Costs arising from construction change orders that occur after funding agreement
execution shall beineligible for funding except for the following:
(2) A change in the executed funding agreement amount based on the final accepted
construction bid as provided in section 63051(b).
(2) Change orders that are aresult of changesin drinking water standards.
(3) Change orders requested by the Department.

§63011. Planning L oans.
(a) Planning funds shall be used only for loans to finance planning, studies, and preliminary
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engineering costs for an eigible project. Planning funds shall not be used for detailed design,
eguipment purchase, or construction.

(b) Planning loans shall be limited to a maximum amount of $100,000 per project.

(c) Projectsfunded by planning loans shall be completed and a planning report submitted to
the Department within 18 months from funding agreement execution.

863012. Construction Funding.
(& Construction funding shall be limited to a maximum amount of $20,000,000 per project.

(b) A public water system shall not be awarded more than an aggregate amount of
$30,000,000 in construction funding and refinancing loans from afederal funding allocation.

(c) The funding limitations established by this section shall not apply during the month
preceding the federal deadline for obligation of funds to applicants from afederal funding
allocation.

863013. Refinancing L oans.

() Refinancing loan funds shall only be used to refinance the remaining balance of an
existing indebtedness incurred by the construction of an eligible project ranked in a category A
through G on the Project Priority List.

(b) An applicant for arefinancing loan shall be a public agency.

(c) Refinancing loans shall be limited to a maximum amount of $20,000,000 per project and
an aggregate total of $30,000,000 per water system from afederal funding allocation.

863014. Local Match Projects.
(@) Loca match projects shall be considered to be the same as construction projects and shall
be subject to the same conditions and limitations.

(b) An applicant for alocal match project shall be acommunity water system owned by a
public agency.

(c) Only projects that exceed $5,000,000 in eigible project costs shall be eligible for local
matching.

863015. SWP Loans.

(8) SWP loan funds shall be used only for planning, preliminary engineering, detailed
design, construction, education, land acquisition, conservation easements, equipment purchase,
and implementing the elements of a source water protection program.

(b) SWP loans shall be limited to a maximum amount of $2,000,000 per project per year.
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(c) A SWP loan applicant shall not be awarded more than an aggregate amount of
$3,000,000 in SWP loansin any fiscal year.

(d) A planning project funded by a SWP loan shall be completed and a planning report
submitted to the Department within 18 months from funding agreement execution.

Article 3. Disadvantaged Communities

863020. Grant Eligibility.

Funding in the form of a grant shall be made only to a public water system owned by a public
agency and whose service areais a disadvantaged community. In the case of a consolidation
project, the service area that would be assimilated (cease to exist as a separate public water
system) as aresult of the consolidation shall be used to determine grant eligibility.

863021. Grant Limitations.

(& The maximum amount of grant funding to be awarded to a project shall be limited to the
following percentages according to the classification of the project using the Project Priority List
adopted September 15, 1998, pursuant to Health and Safety Code section 116760.70:

(1) 80% of the eligible project cost if the project isin Project Priority List categories
A through G;

(2) 65% of the eligible project cost if the project isin Project Priority List categories
H through L; or

(3) 50% of the eligible project cost if the project isin Project Priority List categories
M through O.

(b) Grant funds awarded to a disadvantaged community project shall not exceed $10,000 per
Service connection.

(c) The maximum amount of grant funding that one water system may receive from afedera
funding allocation shall not exceed $1,000,000.

(d) Thetotal amount of grant funding awarded to a disadvantaged community for a project
shall be limited to the amount of funding needed so that the projected average residential water
rate, which would result from aloan from the State Revolving Fund, will not exceed the target
consumer rate.

(e) For consolidation projects, the limitations and maximum grant calculations set forth in
this section shall be applied to each applicant’s €ligible share of the total project cost of the
consolidation project, and the grant eligibility for the entire consolidation project shall be the
total of the digibilities for the individual applicants.

Article 4. Application Process
863025. Funding Application.

(@) All funding applications shall be submitted by public water systems only after a water
system has received a written invitation from the Department to do so.
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(b) Upon receipt of awritten invitation from the Department to submit a funding application,
an applicant shall indicate their intention to submit the application within the deadline set forth in
the letter by signing a statement of intent. The statement of intent shall be received by the
Department prior to close of business on the day indicated in the invitation.

(c) Inorder to be assured of receiving funding consideration from a specific federal funding
allocation, a completed funding application shall be submitted to the Department by close of
business on the date set forth in the letter of invitation.

(d) A funding application shall not be accepted for processing unless the funding application
form is completed and the additional information specified in sections 63026, 63027, and 63028
IS submitted.

(1) For SWP loan applications, the information in Sections 63026(d), 63026(e), 63027,
and 63028(a).

(2) For all other funding applications, the information in Sections 63026, 63027, and
63028.

863026. Technica Information.
(a) Each funding application for construction funding or arefinancing loan shall contain the
following information:

(1) A map showing the current service area of the water system.

(2) A map or drawing showing the location of all existing water sources, pumping
facilities, treatment facilities, storage tanks or reservoirs, water transmission mains, and water
main pressure zones.

(3) A schedulefor full compliance with CEQA and NEPA.

(b) Each applicant for construction funding shall prepare and submit with the funding
application, an engineering report addressing all of the following elements:

(1) Anidentification and evaluation of aternative solutions to the problem. The
evaluation shall compare estimated project costs, relative effectiveness in solving the problem,
and environmental impacts of each alternative.

(2) Anevauation, including costs and feasibility, of possible physical consolidation
with other water systems.

(3) A description of the selected or proposed alternative.

(4) A conceptual or preliminary engineering design, including the design capacity of
project components, and a schematic layout of the proposed project. All assumptions, criteria,
and calculations used for the preliminary design shall be shown.

(5 Ananalysis and estimation of the anticipated useful life of components of the
proposed project.

(6) A preliminary analysis of projected growth anticipated to occur within the service
area within the next ten years, the resultant projected water demand, and the amount of growth or
water demand to be included in the project.

(7) A proposed design and construction schedule.

(8) A cost estimate breakdown of the proposed project.

(9) Inthe case of a consolidation project, each funding application also shall include
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identification of the single public water system that would result from completion of the
consolidation project.

(c) Each funding application for arefinancing loan shall include all of the following:

(1) A description and estimated costs of al alternative solutions to the problem that
were considered prior to construction of the selected project.

(2) A layout or schematic drawing showing the location and relationship of all project
facilities including the newly constructed portions.

(3) A description of the facilities that were constructed and for which refinancing is
being requested including an estimate of their useful life.

(4) The design capacities of project components and the design parameters and
engineering calculations used in the sizing and design of the project components.

(5) An analysis and estimation of the water demand within the service area at the time
of start of construction of the project and a projection of anticipated growth and water demand
for aten-year period commencing from the time of start of construction.

(6) A cost breakdown of the constructed project.

(7) As-built plansfor al of the construction facilities that are to be covered by the
refinancing loan.

(8) Thefinal plans and specifications used to solicit and select the construction bid.

(9) Information that demonstrates that the applicant has complied with all applicable
federal cross-cutters.

(d) Each SWP loan applicant shall submit the following:

(1) A completed source water assessment for each drinking water source addressed by
the proposed project.

(2) A list of the types of contaminants that the proposed project is intended to address
and the associated PCAS.

(3) A description of the dimensions and location of the area or zone in which the
associated PCAs are located.

(4) A map showing water system facilities, intake or well location, and source
protection areas and/or zones.

(5) A description of the local community taskforce addressing source water protection
(if one exists). The description shall include alist of the participants and their affiliations, and
the methods used to establish the membership in the taskforce.

(6) A schedulefor full compliance with CEQA and NEPA.

(e) Each SWP loan applicant shall prepare and submit an engineering report with the loan

application that addresses all of the following:

(1) Descriptions and estimated costs of al alternative solutions to the problem that
were considered prior to selection of the proposed project.

(2) A description of the proposed project.

(3) A conceptual or preliminary engineering design and schematic layout of the
proposed project, if applicable. All assumptions, criteria, and calculations used shall be shown.

(4) Ananaysisand estimation of the anticipated useful life of the components of the
proposed project, if applicable.

(5) A proposed schedule for carrying out the project.
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(6) A cost estimate breakdown of the proposed project.

863027. Managerial Information.
Each funding application shall contain the following:

(a) Copiesof any leases, easements, or other documentation for land, water sources,
treatment, pumping, storage, or distribution facilities used in the operation of the water system
that are not owned by the water system.

(b) A written statement certifying that the applicant, or in the case of a consolidation project,
the restructured water system, isalega entity and that it has the authority to enter into along-
term indebtedness with the State of California.

(c) A description of the water rights held by the water system and any available
documentation to substantiate those rights.

863028. Financial Information.
(a) Each funding application shall contain the following:

(1) A projected revenue/expenditure analysis that compares all anticipated water
system revenues and planned expenditures for the next five years.

(2) An analysis and calculation of the average current water rate charged to
residential users and the projected average water rate that will be charged to residential users
following completion of the eligible project. This anaysisis not required for non-community
water systems.

(3) Financia statements (balance and income) of the water system covering the past
three years.

(4) A description of the accounting and budget control procedures used and any
proposed changes to the procedures.

(b) In addition to the requirements of subsection (@), applicants for arefinancing loan shall
also include a certification that proceeds of the previous debt were used to pay for eligible
project costs. If ineligible items were funded, alist of those items and their costs shall be
included.

(c) In addition to the requirements of subsection (a), applicants that propose to use loca
matching funds pursuant to section 63014 shall include a resolution adopted by the governing
body. The resolution shall identify the source of the local matching funds and pledge those funds
for deposit into the State Revolving Fund.

863029. Notice of Acceptance of Application.

(a) Within 60 days of receipt of a Notice of Acceptance of Application from the Department
of Water Resources, the applicant shall indicate their acceptance of the terms and conditions of
the funding offer by countersigning the letter and returning it to the Department of Water
Resources.

(b) If the proposed project is a consolidation project for which the restructured water system
is not one of the applicants, within 60 days of receipt of a Notice of Acceptance of
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Application from the Department of Water Resources, the applicant(s) and the restructured water
system shall indicate their acceptance of the terms and conditions of the funding offer by
countersigning the letter and returning it to the Department of Water Resources.

863030. Project By-Passing.
() A project on the Project Priority List shall be by-passed for funding consideration for the
current fiscal year if any of the following apply:

(1) The water system indicated that it did not desire to receive funding for a particul ar
project in the current fiscal year.

(2) A water system fails to sign a statement of intent to submit an application and
return it to the Department by the date identified in the letter as specified in Section 63025(b).

(3) A water system, receiving an invitation from the Department to submit a funding
application, informs the Department that it does not wish to submit an application at this time.

(4) A funding application is rejected by the Department for failure on the part of the
applicant to comply with the requirements of this chapter.

(5) An applicant failsto sign and return the Notice of Acceptance of Application
within 30 days of receipt of the Notice of Acceptance of Application.

(6) The Department of Water Resources or the Department of Health Services
withdraws a previously issued Notice of Acceptance of Application for failure on the part of the
applicant to comply with the terms and conditions as stated in the Notice of Acceptance of
Application.

(7) The applicant has reached the $3,000,000 loan maximum set forth in subsection
63015(c) for a SWP loan, or the $30,000,000 funding maximum set forth in subsection 63012(b)
for aconstruction funding or refinancing loan.

(b) Any project that is by-passed for any reason shall remain on the Project Priority List and
be eligible for future funding consideration.

Article 5. Information to Be Submitted Prior to Execution of the Funding Agreement
863040. Technical and Financial Information.

(&) All applicants for construction funding, SWP loans, or refinancing loans shall comply
with al applicable environmental review and procedural requirements of CEQA and NEPA prior
to execution of the funding agreement.

(b) Prior to execution of afunding agreement that includes aloan, each funding recipient
shall submit the following:
(1) A resolution or ordinance adopted by the governing body dedicating the source of
repayment of the loan.
(2) A completed and signed Fiscal Services Agreement [DWR-4280 (New 2/99)
which isincorporated by reference].

Article 6. Design and Construction
863050. Plans and Specifications.

(&) Applicantsfor construction funding or SWP loans involving construction shall submit
final design plans and project specifications to the Department in accordance with the schedule
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set forth in the Notice of Acceptance of Application.

(b) Each project that requests funding in excess of $500,000, and each project proposed by
an applicant whose service area serves more than 1,000 service connections, shall comply with
federal cross-cutters. In addition, each SWP applicant shall comply with federal cross-cutters.

863051. Construction.
(a) Construction contracts awarded by the applicant for any project involving the use of grant
funds from the State Revolving Fund shall be based on competitive construction bids.

(b) An applicant's request for a change in the amount of funding specified in the funding
agreement shall be limited to one occasion and shall be based solely on the final accepted
construction bid(s).

Article 7. Claims and Loan Repayments
863055. Submission of Claimsfor Reimbursement.

(&) No claimsfor reimbursement shall be submitted prior to execution of the funding
agreement. Claims shall be submitted only for reimbursement of costs already incurred.

(b) Claims submitted by loan recipients shall be made using aclaim form [DWR - 4277
(New 2/99) which isincorporated by reference] provided by the Department of Water Resources
and shall be submitted no more frequently than monthly.

(c) No claims shall be submitted for costs incurred after completion of the project.

(d) No claimsfor local match projects shall be reimbursed until the applicant's local share
has been received and deposited into the State Revolving Fund account.

863056. Loan Repayments.
(@) Loan repayments shall be made in accordance with the schedule set forth in the funding
agreement.

(b) A penalty of one-tenth of one percent per day (not compounded) on the payment amount
due shall be assessed for |late payments.

863057. Records.

(&) All applicant records and documents relating to funding received from the State
Revolving Fund shall be maintained until such time that any State Revolving Fund loan has been
fully repaid.

(b) All applicant records and documents pertaining to the funding agreement shall be
available for inspection and audit by the Department or the USEPA during normal business
hours.

(c) Inthe case of a consolidation project, the requirements of this section shall also be met
by the restructured water system.
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